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TYPICAL WATER SUPPLY DETAILS
SCALE: N.T.S.

COMPACTED MATERIAL

NOTES:

1. ALL SERVICE FITTINGS SHALL BE COMPRESSION TYPE WITH PACK JOINT.
2. VALVES TO OPEN IN DIRECTION SPECIFIED BY TOWN OF GRAFTON DPW.
3. MECHANICAL JOINTS TO BE MEGALUG, OR APPROVED EQUAL.

4. VALVE BOXES SHALL HAVE CEMENT CONCRETE COLLARS.
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NOTE:
WATER APPURTENCIS TO CONFORM WITH LOCAL
WATER COMPANY SPECIFICATIONS.
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P.O. Box 312, 104 Mendon Street
Uxbridge, Massachusetts 01569
P: 508-278-3897 F: 508-278-2289
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SIDEWALK MATERIALS
PER DESIGN PLANS
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NOTES:

1. SEE PLANS FOR CURB TYPE.

2. CURBS AND WALKS ALONG ACCESSIBLE ROUTES SHALL MEET OR EXCEED
THE APPLICABLE REGULATIONS OF THE AMERICANS WITH DISABILITIES ACT (ADA)
OF JANUARY 1992,

gET{I)_-i}E wlm‘w) ALLOWABLE SIDEWALK AND CURB RAMP CROSS SLOPES SHALL
4. THE MAXIMUM ALLOWABLE SLOPE OF ACCESSIBLE ROUTES, EXCLUDING

CURB RAMPS SHALI BE 5%.

gi-{ATII_-‘LE BkéA)élyUM ALLOWABLE SLOPE OF ACCESSIBLE ROUTE CURB RAMPS

6. MAINTAN A MINIMUM OF 3 FEET CLEAR AT ANY PERMANENT OBSTACLE IN
ACCESSIBLE ROUTES (LE., TREE WELLS, HYDRANTS, UTILITY POLES, SIGNS, ETC.)
7. GRADE BASE OF RAMP TO PREVENT PONDING.

8. RAMP CONSTRUCTION SHALL CONFORM TO TYPICAL SIDEWALK SECTION.

9, WHERE ACCESSIBLE ROUTES ARE LESS THAN 5' IN WIDTH (EXCLUDING
CURBING) A 5'X5" PASSING AREA SHALL BE PROVIDED AT INTERVALS NOT TO
EXCEED 200 FEET.

10, ALL CURBING AT RAMPS SHALL BE VERTICAL CURBING SET FLUSH WHERE
IT ABUTS ROADWAY.

151'R%ERAMPS SHALL BE CEMENT CONCRETE WITH ROUGHENED NON-SLIP

U 5

5" MIN.

N\ LANDSCAPE

1% MIN.

MIN. 4'X4’' LANDING AT
MAX. 2% IN ANY DIRECTION

P: 508-316-0452 F: 508-316-0963
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OCTOBER 27, 2017 AT 8:54AM AND NO APPEAL WAS
RECEIVED DURING THE 20 DAYS NEXT AFTER SUCH
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SCALE: N.T.S.

NQOTES:

1. WHERE GATE BOX NOT IN PAVEMENT, POUR DO NOT CuUT

6" DEEP x10°%10" CONC. COLLAR WITH 6°x6” LEADER

W.W. MESH. TREE PER PLAN

2. SEE PLAN FOR HYDRANTS DESIGNATED TO

BE RELOCATED.

3. HYDRANT AND CONNECTIONS SHALL 2?3“’&’5“&%5‘&“‘133”

CONFORM TO TOWN OF GRAFTON DPW OTHER VEGETATION)

SPECIFICATIONS.

4. MECHANICAL JOINTS TO BE MEGALUG, OR

APPROVED EQUAL. GUYING DETAIL

NOT TO SCALE GUY WEBBING ATTACHED
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TYPICAL FIRE HYDRANT CONNECTION DETAIL

SCALE: N.T.S.
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NOTE:
1. AFTER THE GUARANTEE PERIOD THE CONTRACTOR WILL BE RESPONSIBLE FOR
THE REMOVAL OF STAKES AND GUY WEBBING.

\ STREET TREE PLANTING DETAIL
SCALE: N.T.S.
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REVISIONS
NO. DATE DESCRIPTION
1 2/28/17 REDUCED TO 32 LOTS, FULL DESIGN PLANS

4/10/17

PER GRAVES 3/15/17 REVIEW COMMENTS

7/24/17

PROPOSED 31 UNIT DESIGN

PER ZBA & REVIEW COMMENTS

2

3

4 | 8/22/17
5

6

8/20/18 | PER COMPREHENSIVE PERMIT CONDITIONS
9/27/18 PER CONCOM COMMENTS
7 (12/10/18| PER COMPREHENSIVE PERMIT CONDITIONS
kCAD FILE 2015-332_40B_31 units_R1-REV—BASINS.dwg
DRAWN BY TRB, SJO
CHECKED BY | RMM, BJA
DATE AUGUST 30, 2016
PROJECT NO. | 2015-332 (REF. 2011-273)
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